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APPENDIX C TO PART 75—MISSING DATA
ESTIMATION PROCEDURES

1. PARAMETRIC MONITORING PROCEDURE FOR
MISSING SO, Concentration or NOx EMIs-
SION RATE DATA

1.1 Applicability

The owner or operator of any affected unit
equipped with post-combustion SO, or NOy
emission controls and SO, pollutant con-
centration monitors and/or NOx continuous
emission monitoring systems at the inlet
and outlet of the emission control system
may apply to the Administrator for approval
and certification of a parametric, empirical,
or process simulation method or model for
calculating substitute data for missing data
periods. Such methods may be used to
parametrically estimate the removal effi-
ciency of the SO, of postcombustion NOyx
emission controls which, with the monitored
inlet concentration or emission rate data,
may be used to estimate the average con-
centration of SO, emissions or average emis-
sion rate of NOy discharged to the atmos-
phere. After approval by the Administrator,
such method or model may be used for filling
in missing SO, concentration or NOx emis-
sion rate data when data from the outlet SO,
pollutant concentration monitor or outlet
NOx continuous emission monitoring system
have been reported with an annual monitor
data availability of 90.0 percent or more.

Base the empirical and process simulation
methods or models on the fundamental
chemistry and engineering principles in-
volved in the treatment of pollutant gas. On
a case-by-case basis, the Administrator may
pre-certify commercially available process
simulation methods and models.

1.2 Petition Requirements

Continuously monitor, determine, and
record hourly averages of the estimated SO
or NOx removal efficiency and of the param-
eters specified below, at a minimum. The af-
fected facility shall supply additional para-
metric information where appropriate. Meas-
ure the SO concentration or NOx emission
rate, removal efficiency of the add-on emis-
sion controls, and the parameters for at least
2160 unit operating hours. Provide informa-
tion for all expected operating conditions
and removal efficiencies. At least 4 evenly
spaced data points are required for a valid
hourly average, except during periods of cali-
bration, maintenance, or quality assurance
activities, during which 2 data points per
hour are sufficient. The Administrator will
review all applications on a case-by-case
basis.

40 CFR Ch. | (7-1-96 Edition)

1.2.1 Parameters for Wet Flue Gas
Desulfurization System

1.2.1.1 Number of scrubber modules in op-
eration.

1.2.1.2 Total slurry rate to each scrubber
module (gal per min).

1.2.1.3 In-line absorber pH of each scrub-
ber module.

1.2.1.4 Pressure differential across each
scrubber module (inches of water column).

1.2.1.5 Unit load (MWe).

1.2.1.6 Inlet and outlet SO, concentration
as determined by the monitor or missing
data substitution procedures.

1.2.1.7 Percent solids in slurry for each
scrubber module.

1.2.1.8 Any other parameters necessary to
verify scrubber removal efficiency, if the Ad-
ministrator determines the parameters
above are not sufficient.

1.2.2 Parameters for Dry Flue Gas Desul-
furization System

1.2.2.1 Number of scrubber modules in op-
eration.

1.2.2.2 Atomizer slurry flow rate to each
scrubber module (gal per min).

1.2.2.3 Inlet and outlet temperature for
each scrubber module (°F).

1.2.2.4 Pressure differential across each
scrubber module (inches of water column).

1.2.2.5 Unit load (MWe).

1.2.2.6 Inlet and outlet SO, concentration
as determined by the monitor or missing
data substitution procedures.

1.2.2.7 Any other parameters necessary to
verify scrubber removal efficiency, if the Ad-
ministrator determines the parameters
above are not sufficient.

1.2.3 Parameters for Other Flue Gas
Desulfurization Systems

If SO, control technologies other than wet
or dry lime or limestone scrubbing are se-
lected for flue gas desulfurization, a cor-
responding empirical correlation or process
simulation parametric method using appro-
priate parameters may be developed by the
owner or operator of the affected unit, and
then reviewed and approved or modified by
the Administrator on a case-by-case basis.

1.2.4 Parameters for Post-Combustion NOyx
Emission Controls

1.2.4.1 Inlet air flow rate to the unit (boil-
er) (mcf/hr).

1.2.4.2 Excess oxygen concentration of
flue gas at stack outlet (percent).

1.2.4.3 Carbon monoxide concentration of
flue gas at stack outlet (ppm).

1.2.4.4 Temperature of flue gas at outlet of
the unit (°F).

1.2.4.5 Inlet and outlet NOx emission rate
as determined by the NOx continuous emis-
sion monitoring system or missing data sub-
stitution procedures.
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